




To tare the weight measurement, go to the base station management feature in the Aranet Cloud 
interface. Click on “Manage & Pair Sensors,” select your weight sensor, and then click on the 
TARE button. 
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multiple weight sensors. To establish a virtual sensor, go to the Sensors section in the Cloud 
interface and select NEW VIRTUAL SENSOR in the Virtual Sensors sheet. 
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